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NOTES:1. NEEDS NEW LOW VOLTAGE INFRASTRUCTURE FOR ENTIRE CAMPUS EXCEPT NEW SMALL GYM2. LOWER ALL DATA CABINETS THAT HANG UP HIGH3. REMOVE UPS FROM ALL CABINETS THAT HANG ON THE WALLS4. PROVIDE LEARNING SPACES IN THE FIELDS5. PROVIDE CAMERAS IN THE FIELDS6. PROVIDE DATA AND POWER TO TRACK AND FIELDS
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